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This is not an engineering drawing; it is intended only as a guide and not

as a replacement for professional engineering project drawings. This

drawing is not intended to describe a complete system. It is up to the

contractor or engineer to determine the necessary components and

configuration of the particular system to be installed. The drawing does

not imply compliance with local building code requirements. It is the

responsibility of the engineer or contractor to ensure that the installation is

in accordance with all local building codes. Confer with local building

officials before installation.
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the solenoids runs to the outside environment to prevent 

damage.

discharging water inside the building causing water 

and associated piping to drain).  Ensure that the drain for 

Applies to HE and HE+ modelsNote:

Warranty does not cover damage to freezing.  The unit 

may be drained manually.  However, Rinnai highly 

recommends that drain down solenoid valves be installed 

that will automatically drain if power is lost.  Rinnai also 

recommends the installation of a surge protector with 

terminals that attaches to the PC board in the unit and 

allows the solenoid valves to operate if the unit is disabled 

due to an error code.  When electrical power to the water 

heater fails, the normally closed solenoid valve closes 

(stopping the flow of water into the heater) and the 

normally open solenoid valve opens (allowing the heater 

Note:

For lowest activation flow rate, ensure water heaters are 

connected with appropriate cascade controls.
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The vacuum breaker line should be 

Vacuum Breaker

located in the building structure.

Note:

Heat trace ALL water pipe and 

fittings located outside home, attic, 

crawl space, or building structure 

(ALL water pipe and fittings above 

dashed line in drawing).

Note:

 ALL pipe and fittings shown below 

dashed line should be located 

inside home or building structure.

Rinnai Tankless

3 Unit Freeze Protection


